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TECHNICAL MEMORANDUM 

Bi-Annual Groundwater Monitoring Report for the Los Olivos Community 
Services District Groundwater Quality Monitoring Network 
To: Guy Savage, Los Olivos Community Services District 

Doug Pike, Los Olivos Community Services District 

From: Tim Thompson, GSI Water Solutions 

Andy Lapostol, GSI Water Solutions 

Attachments: Attachment A – Hydrographs 

Attachment B – Final Laboratory Report  

Attachment C – Water Quality Charts  

Attachment D – Field Notes 

Date: January 13, 2026 

Introduction 
This memorandum provides documentation of the groundwater quality testing results from samples collected 
during the Fall 2025 monitoring event at the five monitoring wells (MW-1 through 5) that represent the current 
Los Olivos Monitoring Well Network. GSI Water Solutions (GSI) staff conducted the sampling as part of the Bi-
Annual Groundwater Monitoring event for Los Olivos Community Service District (LOCSD). The monitoring 
network is designed in alignment with the LOCSD Groundwater Monitoring Plan1, the purpose of which is to (a) 
establish baseline groundwater quality conditions and (b) monitor changes over time as the LOCSD 
Wastewater Reclamation Program is implemented.  

The following sections describe the groundwater data collected from the Monitoring Well Network wells on 
December 17, 2025. 

Groundwater Levels 
Table 1 summarizes the groundwater levels measured at the 5 monitoring wells on December 17, 2025. 
Hydrographs showing the temporal changes of the groundwater elevation in each well are provided in 
Appendix A. 

 

 

 

 
1 “Los Olivos Groundwater Monitoring Plan”, GSI, 2021, prepared for LOCSD. 
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Table 1. Monitoring Well Construction Details and Water Levels 

Well ID Total Depth 
(feet bgs) 

Perforated Interval 
(feet bgs) 

Static Water Level (feet 
bgs) on 12-17-2025 

MW-1 85 55 – 80 28.55 

MW-2 70 35 – 65 28.36 

MW-3 90 50 – 90 15.71 

MW-4 60 25 – 60 18.20 

MW-5 65 30 – 65 4.60 

Water Quality  
GSI collected water quality samples at all the monitoring wells (MW-1 through MW-5) in the monitoring 
network on December 17, 2025. The samples were sent to a certified laboratory (Eurofins Calscience) for 
analysis. The water quality results are shown in Table 2, and the final report from the laboratory is included as 
Attachment B. Based upon review of the analytical results, there are a few key observations: 

• Nitrate (as N) concentrations from the groundwater samples collected at MW-2 and MW-4 (10 and 
11.8 mg/L, respectively) are above the maximum contaminant level (MCL) of 10 mg/L for nitrate. 
Nitrate concentrations in MW-1, MW-3, and MW-5 are below the MCL. Compared to Spring 2025, 
nitrate concentrations in MW-2 decreased slightly and concentrations in MW-4 increased slightly.  

• Total Dissolved Solids (TDS) in MW-2 and MW-4 (1,000 and 1,120 mg/L, respectively) exceed the 
Secondary MCL of 1,000 mg/L.  

• Nitrite (as N) was non-detected in all samples. 
 

All the concentrations from this monitoring event are within the historical range observed for each well. Water 
quality charts showing a time-series of Nitrate (as N) and TDS concentrations are provided in Attachment C. 
Field notes are provided in Attachment D. 

Table 2. Water Quality Sampling Results – December 17, 2025 

Analyte Units 
Maximum 

Contaminant 
Level1 

Basin Water 
Quality 

Objective2 

MW-1 
Result  

MW-2 
Result 

MW-3 
Result 

MW-4 
Result  

MW-5 
Result  

Nitrate as N mg/L 10 1 2.3 10.0 6.0 11.8 4.8 

Nitrite as N mg/L 1 - ND ND ND ND ND 

Total Dissolved 
Solids mg/L 1,0003 600 441 1,000 773 1,120 769 

Notes: 
1 – CA drinking water standards 

2 – Established in the Water Quality Control Plan for the Central Coast Basin (Regional Water Quality Control Board, 2019) 

3 – Secondary maximum contaminant level (upper) 

Bolded values are at or above the Maximum Contaminant Level 
 

  



 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

ATTACHMENT A 
 

 
Hydrographs 
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LOCSD Historical Water Level Data
December 2025

Date MW-1 MW-2 MW-3 MW-4 MW-5
2/22/2024 27.83 30.76 NM NM NM
5/16/2024 23.33 29.79 17.73 20.72 10.08

11/20/2024 26.78 27.13 14.05 17 8.08
5/13/2025 24.75 24.4 11.78 15.4 5.28

12/17/2025 25.8 26.26 15.71 18.2 4.6

NM = not measured
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ATTACHMENT B 
 

 
Final Laboratory Report 
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ANALYTICAL REPORT

PREPARED FOR
Attn: Andres Lapostol

GSI Water Solutions, Inc
418 Chapala Street, Suite E

Santa Barbara, California 93101
Generated 1/8/2026 11:04:41 AM  Revision 1

JOB DESCRIPTION
LOCSD GW Monitoring 24-25

JOB NUMBER
570-260422-1

See page two for job notes and contact information.

Tustin CA 92780
Suite 100
2841 Dow Avenue
Eurofins Calscience
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Eurofins Calscience

Eurofins Calscience is a laboratory within Eurofins Environment Testing Southwest, LLC, a company within Eurofins Environment Testing Group of Companies

Job Notes
This report may not be reproduced except in full, and with written approval from the laboratory.  The results relate only to the
samples tested.  For questions please contact the Project Manager at the e-mail address or telephone number listed on this
page.

The test results in this report relate only to the samples as received by the laboratory and will meet all requirements of the
methodology, with any exceptions noted. This report shall not be reproduced except in full, without the express written
approval of the laboratory. All questions should be directed to the Eurofins Calscience Project Manager.

Authorization

Generated
1/8/2026 11:04:41 AM
Revision 1

Authorized for release by
Jennifer Moffatt, Project Manager I
Jennifer.Moffatt@et.eurofinsus.com
(657)210-6362
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Definitions/Glossary
Job ID: 570-260422-1Client: GSI Water Solutions, Inc

Project/Site: LOCSD GW Monitoring 24-25

Qualifiers

HPLC/IC
Qualifier Description

H Sample was prepped or analyzed beyond the specified holding time. This does not meet regulatory requirements.

Qualifier

J Result is less than the RL but greater than or equal to the MDL and the concentration is an approximate value.

Glossary

These commonly used abbreviations may or may not be present in this report.

☼ Listed under the "D" column to designate that the result is reported on a dry weight basis

Abbreviation

%R Percent Recovery

CFL Contains Free Liquid

CFU Colony Forming Unit

CNF Contains No Free Liquid

DER Duplicate Error Ratio (normalized absolute difference)

Dil Fac Dilution Factor

DL Detection Limit (DoD/DOE)

DL, RA, RE, IN Indicates a Dilution, Re-analysis, Re-extraction, or additional Initial metals/anion analysis of the sample

DLC Decision Level Concentration (Radiochemistry)

EDL Estimated Detection Limit (Dioxin)

LOD Limit of Detection (DoD/DOE)

LOQ Limit of Quantitation (DoD/DOE)

MCL EPA recommended "Maximum Contaminant Level"

MDA Minimum Detectable Activity (Radiochemistry)

MDC Minimum Detectable Concentration (Radiochemistry)

MDL Method Detection Limit

ML Minimum Level (Dioxin)

MPN Most Probable Number

MQL Method Quantitation Limit

NC Not Calculated

ND Not Detected at the reporting limit (or MDL or EDL if shown)

NEG Negative / Absent

POS Positive / Present

PQL Practical Quantitation Limit

PRES Presumptive

QC Quality Control

RER Relative Error Ratio (Radiochemistry)

RL Reporting Limit or Requested Limit (Radiochemistry)

RPD Relative Percent Difference, a measure of the relative difference between two points

TEF Toxicity Equivalent Factor (Dioxin)

TEQ Toxicity Equivalent Quotient (Dioxin)

TNTC Too Numerous To Count

Eurofins Calscience
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Job Narrative
570-260422-1

REVISION

The report being provided is a revision of the original report sent on 12/29/2025. The report (revision 1) is being revised to change
reporting format to report 300.0 to 3 significant figures.

The analytical test results presented in this report meet all requirements of the associated regulatory program listed on the
Accreditation/Certification Summary Page, unless otherwise noted. Data qualifiers and/or narrative comments are included to
explain any exceptions, if applicable. Regulated compliance samples (e.g. SDWA, NPDES) must comply with associated agency
requirements/permits.

 Matrix-specific batch QC (e.g., MS, MSD, SD) may not be reported when insufficient sample volume is available or when site-
specific QC samples are not submitted. In such cases, a Laboratory Control Sample Duplicate (LCSD) may be analyzed to
provide precision data for the batch.

 For samples analyzed using surrogate and/or isotope dilution analytes, any recoveries falling outside of established
acceptance criteria are re-prepared and/or re-analyzed to confirm results, unless the deviation is due to sample dilution or
otherwise explained in the case narrative.

Receipt
The samples were received on 12/18/2025 12:01 PM. Unless otherwise noted below, the samples arrived in good condition, and,
where required, properly preserved and on ice. The temperature of the cooler at receipt time was 1.6°C.

HPLC/IC
Method 300_ORGFMS: The following sample was prepared outside of preparation holding time due to result exceeding the
calibration range within the initial analysis: MW-4 (570-260422-4).

No additional analytical or quality issues were noted, other than those described above or in the Definitions/ Glossary page.

General Chemistry
No additional analytical or quality issues were noted, other than those described above or in the Definitions/ Glossary page.

Case Narrative
Client: GSI Water Solutions, Inc Job ID: 570-260422-1
Project: LOCSD GW Monitoring 24-25

Eurofins Calscience

Job ID: 570-260422-1 Eurofins Calscience
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Detection Summary
Job ID: 570-260422-1Client: GSI Water Solutions, Inc

Project/Site: LOCSD GW Monitoring 24-25

Client Sample ID: MW-1 Lab Sample ID: 570-260422-1

Nitrate as N

RL

0.100 mg/L

MDL

0.0196

Analyte Result Qualifier Unit Dil Fac D Method Prep Type

Total/NA12.32 300.0

Total Dissolved Solids 10.0 mg/L5.73 Total/NA1441 SM 2540C

Client Sample ID: MW-2 Lab Sample ID: 570-260422-2

Nitrate as N - DL

RL

0.200 mg/L

MDL

0.0392

Analyte Result Qualifier Unit Dil Fac D Method Prep Type

Total/NA29.98 300.0

Total Dissolved Solids 10.0 mg/L5.73 Total/NA11000 SM 2540C

Client Sample ID: MW-3 Lab Sample ID: 570-260422-3

Nitrate as N

RL

0.100 mg/L

MDL

0.0196

Analyte Result Qualifier Unit Dil Fac D Method Prep Type

Total/NA16.00 300.0

Total Dissolved Solids 10.0 mg/L5.73 Total/NA1773 SM 2540C

Client Sample ID: MW-4 Lab Sample ID: 570-260422-4

Nitrate as N - DL

RL

0.200 mg/L

MDL

0.0392

Analyte Result Qualifier Unit Dil Fac D Method Prep Type

Total/NA2H11.8 300.0

Total Dissolved Solids 20.0 mg/L11.5 Total/NA11120 SM 2540C

Client Sample ID: MW-5 Lab Sample ID: 570-260422-5

Nitrate as N

RL

0.100 mg/L

MDL

0.0196

Analyte Result Qualifier Unit Dil Fac D Method Prep Type

Total/NA14.77 300.0

Total Dissolved Solids 10.0 mg/L5.73 Total/NA1769 SM 2540C

Eurofins Calscience

This Detection Summary does not include radiochemical test results.
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Client Sample Results
Job ID: 570-260422-1Client: GSI Water Solutions, Inc

Project/Site: LOCSD GW Monitoring 24-25

Lab Sample ID: 570-260422-1Client Sample ID: MW-1
Matrix: WaterDate Collected: 12/17/25 09:30

Date Received: 12/18/25 12:01

Method: EPA 300.0 - Anions, Ion Chromatography  
RL MDL

2.32 0.100 0.0196 mg/L 12/18/25 18:56 1

Analyte Dil FacAnalyzedPreparedUnit DResult Qualifier

Nitrate as N

0.100 0.0907 mg/L 12/18/25 18:56 1NDNitrite as N

General Chemistry  
RL MDL

441 10.0 5.73 mg/L 12/23/25 13:10 1

Analyte Dil FacAnalyzedPreparedUnit DResult Qualifier

Total Dissolved Solids (SM 2540C)

Lab Sample ID: 570-260422-2Client Sample ID: MW-2
Matrix: WaterDate Collected: 12/17/25 10:00

Date Received: 12/18/25 12:01

Method: EPA 300.0 - Anions, Ion Chromatography  
RL MDL

ND 0.100 0.0907 mg/L 12/18/25 19:12 1

Analyte Dil FacAnalyzedPreparedUnit DResult Qualifier

Nitrite as N

Method: EPA 300.0 - Anions, Ion Chromatography   - DL
RL MDL

9.98 0.200 0.0392 mg/L 12/18/25 20:37 2

Analyte Dil FacAnalyzedPreparedUnit DResult Qualifier

Nitrate as N

General Chemistry  
RL MDL

1000 10.0 5.73 mg/L 12/23/25 13:10 1

Analyte Dil FacAnalyzedPreparedUnit DResult Qualifier

Total Dissolved Solids (SM 2540C)

Lab Sample ID: 570-260422-3Client Sample ID: MW-3
Matrix: WaterDate Collected: 12/17/25 12:10

Date Received: 12/18/25 12:01

Method: EPA 300.0 - Anions, Ion Chromatography  
RL MDL

6.00 0.100 0.0196 mg/L 12/18/25 19:29 1

Analyte Dil FacAnalyzedPreparedUnit DResult Qualifier

Nitrate as N

0.100 0.0907 mg/L 12/18/25 19:29 1NDNitrite as N

General Chemistry  
RL MDL

773 10.0 5.73 mg/L 12/23/25 13:10 1

Analyte Dil FacAnalyzedPreparedUnit DResult Qualifier

Total Dissolved Solids (SM 2540C)

Lab Sample ID: 570-260422-4Client Sample ID: MW-4
Matrix: WaterDate Collected: 12/17/25 11:40

Date Received: 12/18/25 12:01

Method: EPA 300.0 - Anions, Ion Chromatography  
RL MDL

ND 0.100 0.0907 mg/L 12/18/25 19:45 1

Analyte Dil FacAnalyzedPreparedUnit DResult Qualifier

Nitrite as N

Method: EPA 300.0 - Anions, Ion Chromatography   - DL
RL MDL

11.8 H 0.200 0.0392 mg/L 12/19/25 14:47 2

Analyte Dil FacAnalyzedPreparedUnit DResult Qualifier

Nitrate as N

General Chemistry  
RL MDL

1120 20.0 11.5 mg/L 12/23/25 13:10 1

Analyte Dil FacAnalyzedPreparedUnit DResult Qualifier

Total Dissolved Solids (SM 2540C)

Eurofins Calscience
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Client Sample Results
Job ID: 570-260422-1Client: GSI Water Solutions, Inc

Project/Site: LOCSD GW Monitoring 24-25

Lab Sample ID: 570-260422-5Client Sample ID: MW-5
Matrix: WaterDate Collected: 12/17/25 11:10

Date Received: 12/18/25 12:01

Method: EPA 300.0 - Anions, Ion Chromatography  
RL MDL

4.77 0.100 0.0196 mg/L 12/18/25 20:01 1

Analyte Dil FacAnalyzedPreparedUnit DResult Qualifier

Nitrate as N

0.100 0.0907 mg/L 12/18/25 20:01 1NDNitrite as N

General Chemistry  
RL MDL

769 10.0 5.73 mg/L 12/23/25 13:10 1

Analyte Dil FacAnalyzedPreparedUnit DResult Qualifier

Total Dissolved Solids (SM 2540C)

Eurofins Calscience
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QC Sample Results
Job ID: 570-260422-1Client: GSI Water Solutions, Inc

Project/Site: LOCSD GW Monitoring 24-25

Method: 300.0 - Anions, Ion Chromatography

Client Sample ID: Method BlankLab Sample ID: MB 570-671961/5
Matrix: Water Prep Type: Total/NA
Analysis Batch: 671961

RL MDL

Nitrate as N ND 0.100 0.0196 mg/L 12/18/25 06:21 1

MB MB

Analyte Dil FacAnalyzedPreparedDUnitResult Qualifier

ND 0.09070.100 mg/L 12/18/25 06:21 1Nitrite as N

Client Sample ID: Lab Control SampleLab Sample ID: LCS 570-671961/6
Matrix: Water Prep Type: Total/NA
Analysis Batch: 671961

Nitrate as N 5.00 5.021 mg/L

Analyte

LCS LCS

UnitResult Qualifier

Spike

Added

100 90 - 110

D %Rec

%Rec

Limits

Nitrite as N 2.50 2.516 mg/L 101 90 - 110

Client Sample ID: Lab Control Sample DupLab Sample ID: LCSD 570-671961/7
Matrix: Water Prep Type: Total/NA
Analysis Batch: 671961

Nitrate as N 5.00 5.032 mg/L 0 15

Analyte

LCSD LCSD

UnitResult Qualifier

Spike

Added LimitRPD

RPD

101 90 - 110

D %Rec

%Rec

Limits

Nitrite as N 2.50 2.530 mg/L 1 15101 90 - 110

Client Sample ID: Lab Control SampleLab Sample ID: MRL 570-671961/15
Matrix: Water Prep Type: Total/NA
Analysis Batch: 671961

Nitrate as N 0.100 0.1048 mg/L

Analyte

MRL MRL

UnitResult Qualifier

Spike

Added

105 50 - 150

D %Rec

%Rec

Limits

Nitrite as N 0.100 0.1303 mg/L 130 50 - 150

Client Sample ID: Lab Control SampleLab Sample ID: MRL 570-671961/22
Matrix: Water Prep Type: Total/NA
Analysis Batch: 671961

Nitrate as N 0.100 0.09784 J mg/L

Analyte

MRL MRL

UnitResult Qualifier

Spike

Added

98 50 - 150

D %Rec

%Rec

Limits

Nitrite as N 0.100 0.1310 mg/L 131 50 - 150

Client Sample ID: Method BlankLab Sample ID: MB 570-672610/5
Matrix: Water Prep Type: Total/NA
Analysis Batch: 672610

RL MDL

Nitrate as N ND 0.100 0.0196 mg/L 12/19/25 07:51 1

MB MB

Analyte Dil FacAnalyzedPreparedDUnitResult Qualifier

Client Sample ID: Lab Control SampleLab Sample ID: LCS 570-672610/6
Matrix: Water Prep Type: Total/NA
Analysis Batch: 672610

Nitrate as N 5.00 4.962 mg/L

Analyte

LCS LCS

UnitResult Qualifier

Spike

Added

99 90 - 110

D %Rec

%Rec

Limits

Eurofins Calscience
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QC Sample Results
Job ID: 570-260422-1Client: GSI Water Solutions, Inc

Project/Site: LOCSD GW Monitoring 24-25

Method: 300.0 - Anions, Ion Chromatography (Continued)

Client Sample ID: Lab Control Sample DupLab Sample ID: LCSD 570-672610/7
Matrix: Water Prep Type: Total/NA
Analysis Batch: 672610

Nitrate as N 5.00 4.961 mg/L 0 15

Analyte

LCSD LCSD

UnitResult Qualifier

Spike

Added LimitRPD

RPD

99 90 - 110

D %Rec

%Rec

Limits

Method: SM 2540C - Solids, Total Dissolved (TDS)

Client Sample ID: Method BlankLab Sample ID: MB 570-674666/1
Matrix: Water Prep Type: Total/NA
Analysis Batch: 674666

RL MDL

Total Dissolved Solids ND 10.0 5.73 mg/L 12/23/25 13:10 1

MB MB

Analyte Dil FacAnalyzedPreparedDUnitResult Qualifier

Client Sample ID: Lab Control SampleLab Sample ID: LCS 570-674666/2
Matrix: Water Prep Type: Total/NA
Analysis Batch: 674666

Total Dissolved Solids 1000 1000 mg/L

Analyte

LCS LCS

UnitResult Qualifier

Spike

Added

100 85 - 110

D %Rec

%Rec

Limits

Client Sample ID: Lab Control Sample DupLab Sample ID: LCSD 570-674666/3
Matrix: Water Prep Type: Total/NA
Analysis Batch: 674666

Total Dissolved Solids 1000 974.0 mg/L 3 10

Analyte

LCSD LCSD

UnitResult Qualifier

Spike

Added LimitRPD

RPD

97 85 - 110

D %Rec

%Rec

Limits

Client Sample ID: MW-2Lab Sample ID: 570-260422-2 DU
Matrix: Water Prep Type: Total/NA
Analysis Batch: 674666

Total Dissolved Solids 1000 992.0 mg/L 1 8

Analyte

DU DU

UnitResult Qualifier

Sample

Result

Sample

Qualifier LimitRPD

RPD

D

Eurofins Calscience
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QC Association Summary
Job ID: 570-260422-1Client: GSI Water Solutions, Inc

Project/Site: LOCSD GW Monitoring 24-25

HPLC/IC

Analysis Batch: 671961

Lab Sample ID Client Sample ID Prep Type Matrix Method Prep Batch

Water 300.0570-260422-1 MW-1 Total/NA

Water 300.0570-260422-2 MW-2 Total/NA

Water 300.0570-260422-2 - DL MW-2 Total/NA

Water 300.0570-260422-3 MW-3 Total/NA

Water 300.0570-260422-4 MW-4 Total/NA

Water 300.0570-260422-5 MW-5 Total/NA

Water 300.0MB 570-671961/5 Method Blank Total/NA

Water 300.0LCS 570-671961/6 Lab Control Sample Total/NA

Water 300.0LCSD 570-671961/7 Lab Control Sample Dup Total/NA

Water 300.0MRL 570-671961/15 Lab Control Sample Total/NA

Water 300.0MRL 570-671961/22 Lab Control Sample Total/NA

Analysis Batch: 672610

Lab Sample ID Client Sample ID Prep Type Matrix Method Prep Batch

Water 300.0570-260422-4 - DL MW-4 Total/NA

Water 300.0MB 570-672610/5 Method Blank Total/NA

Water 300.0LCS 570-672610/6 Lab Control Sample Total/NA

Water 300.0LCSD 570-672610/7 Lab Control Sample Dup Total/NA

General Chemistry

Analysis Batch: 674666

Lab Sample ID Client Sample ID Prep Type Matrix Method Prep Batch

Water SM 2540C570-260422-1 MW-1 Total/NA

Water SM 2540C570-260422-2 MW-2 Total/NA

Water SM 2540C570-260422-3 MW-3 Total/NA

Water SM 2540C570-260422-4 MW-4 Total/NA

Water SM 2540C570-260422-5 MW-5 Total/NA

Water SM 2540CMB 570-674666/1 Method Blank Total/NA

Water SM 2540CLCS 570-674666/2 Lab Control Sample Total/NA

Water SM 2540CLCSD 570-674666/3 Lab Control Sample Dup Total/NA

Water SM 2540C570-260422-2 DU MW-2 Total/NA

Eurofins Calscience
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Lab Chronicle
Client: GSI Water Solutions, Inc Job ID: 570-260422-1
Project/Site: LOCSD GW Monitoring 24-25

Client Sample ID: MW-1 Lab Sample ID: 570-260422-1
Matrix: WaterDate Collected: 12/17/25 09:30

Date Received: 12/18/25 12:01

Analysis 300.0 UIP112/18/25 18:561 EET CAL 4671961

Type

Batch

Method

Batch

Prep Type LabAnalystRun

Prepared

or Analyzed

Initial

Amount Amount

Final Batch

NumberFactor

Dil

Total/NA 4 mL 4 mL

Instrument ID: IC27

Analysis SM 2540C 1 674666 12/23/25 13:10 ZL7L EET CAL 4Total/NA 100 mL 100 mL

NOEQUIPInstrument ID:

Client Sample ID: MW-2 Lab Sample ID: 570-260422-2
Matrix: WaterDate Collected: 12/17/25 10:00

Date Received: 12/18/25 12:01

Analysis 300.0 UIP112/18/25 19:121 EET CAL 4671961

Type

Batch

Method

Batch

Prep Type LabAnalystRun

Prepared

or Analyzed

Initial

Amount Amount

Final Batch

NumberFactor

Dil

Total/NA 4 mL 4 mL

Instrument ID: IC27

Analysis 300.0 DL 2 671961 12/18/25 20:37 UIP1 EET CAL 4Total/NA 4 mL 4 mL

IC27Instrument ID:

Analysis SM 2540C 1 674666 12/23/25 13:10 ZL7L EET CAL 4Total/NA 100 mL 100 mL

NOEQUIPInstrument ID:

Client Sample ID: MW-3 Lab Sample ID: 570-260422-3
Matrix: WaterDate Collected: 12/17/25 12:10

Date Received: 12/18/25 12:01

Analysis 300.0 UIP112/18/25 19:291 EET CAL 4671961

Type

Batch

Method

Batch

Prep Type LabAnalystRun

Prepared

or Analyzed

Initial

Amount Amount

Final Batch

NumberFactor

Dil

Total/NA 4 mL 4 mL

Instrument ID: IC27

Analysis SM 2540C 1 674666 12/23/25 13:10 ZL7L EET CAL 4Total/NA 100 mL 100 mL

NOEQUIPInstrument ID:

Client Sample ID: MW-4 Lab Sample ID: 570-260422-4
Matrix: WaterDate Collected: 12/17/25 11:40

Date Received: 12/18/25 12:01

Analysis 300.0 UIP112/18/25 19:451 EET CAL 4671961

Type

Batch

Method

Batch

Prep Type LabAnalystRun

Prepared

or Analyzed

Initial

Amount Amount

Final Batch

NumberFactor

Dil

Total/NA 4 mL 4 mL

Instrument ID: IC27

Analysis 300.0 DL 2 672610 12/19/25 14:47 UIP1 EET CAL 4Total/NA 4 mL 4 mL

IC27Instrument ID:

Analysis SM 2540C 1 674666 12/23/25 13:10 ZL7L EET CAL 4Total/NA 50 mL 100 mL

NOEQUIPInstrument ID:

Client Sample ID: MW-5 Lab Sample ID: 570-260422-5
Matrix: WaterDate Collected: 12/17/25 11:10

Date Received: 12/18/25 12:01

Analysis 300.0 UIP112/18/25 20:011 EET CAL 4671961

Type

Batch

Method

Batch

Prep Type LabAnalystRun

Prepared

or Analyzed

Initial

Amount Amount

Final Batch

NumberFactor

Dil

Total/NA 4 mL 4 mL

Instrument ID: IC27

Eurofins Calscience
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Lab Chronicle
Client: GSI Water Solutions, Inc Job ID: 570-260422-1
Project/Site: LOCSD GW Monitoring 24-25

Client Sample ID: MW-5 Lab Sample ID: 570-260422-5
Matrix: WaterDate Collected: 12/17/25 11:10

Date Received: 12/18/25 12:01

Analysis SM 2540C ZL7L12/23/25 13:101 EET CAL 4674666

Type

Batch

Method

Batch

Prep Type LabAnalystRun

Prepared

or Analyzed

Initial

Amount Amount

Final Batch

NumberFactor

Dil

Total/NA 100 mL 100 mL

Laboratory References:

EET CAL 4 = Eurofins Calscience  Tustin, 2841 Dow Avenue, Tustin, CA 92780, TEL (714)895-5494
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Accreditation/Certification Summary
Client: GSI Water Solutions, Inc Job ID: 570-260422-1
Project/Site: LOCSD GW Monitoring 24-25

Laboratory: Eurofins Calscience
The accreditations/certifications listed below are applicable to this report.

Authority Program Identification Number Expiration Date

California State 3082 07-31-26

Oregon NELAP 4175 02-02-26

Eurofins Calscience
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Method Summary
Job ID: 570-260422-1Client: GSI Water Solutions, Inc

Project/Site: LOCSD GW Monitoring 24-25

Method Method Description LaboratoryProtocol

EPA300.0 Anions, Ion Chromatography EET CAL 4

SMSM 2540C Solids, Total Dissolved (TDS) EET CAL 4

Protocol References:

EPA = US Environmental Protection Agency

SM = "Standard Methods For The Examination Of Water And Wastewater"

Laboratory References:

EET CAL 4 = Eurofins Calscience  Tustin, 2841 Dow Avenue, Tustin, CA 92780, TEL (714)895-5494
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Sample Summary
Client: GSI Water Solutions, Inc Job ID: 570-260422-1
Project/Site: LOCSD GW Monitoring 24-25

Lab Sample ID Client Sample ID Matrix Collected Received Sample Origin

570-260422-1 MW-1 Water 12/17/25 09:30 12/18/25 12:01 California

570-260422-2 MW-2 Water 12/17/25 10:00 12/18/25 12:01 California

570-260422-3 MW-3 Water 12/17/25 12:10 12/18/25 12:01 California

570-260422-4 MW-4 Water 12/17/25 11:40 12/18/25 12:01 California

570-260422-5 MW-5 Water 12/17/25 11:10 12/18/25 12:01 California
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Login Sample Receipt Checklist

Client: GSI Water Solutions, Inc Job Number: 570-260422-1

Login Number: 260422

Question Answer Comment

Creator: Vitente, Precy

List Source: Eurofins Calscience

List Number: 1

N/ARadioactivity wasn't checked or is </= background as measured by a survey 
meter.

TrueThe cooler's custody seal, if present, is intact.

TrueSample custody seals, if present, are intact.

TrueThe cooler or samples do not appear to have been compromised or 
tampered with.

TrueSamples were received on ice.

TrueCooler Temperature is acceptable.

TrueCooler Temperature is recorded.

TrueCOC is present.

TrueCOC is filled out in ink and legible.

TrueCOC is filled out with all pertinent information.

TrueIs the Field Sampler's name present on COC?

TrueThere are no discrepancies between the containers received and the COC.

TrueSamples are received within Holding Time (excluding tests with immediate 
HTs)

TrueSample containers have legible labels.

TrueContainers are not broken or leaking.

TrueSample collection date/times are provided.

TrueAppropriate sample containers are used.

TrueSample bottles are completely filled.

TrueSample Preservation Verified.

TrueThere is sufficient vol. for all requested analyses, incl. any requested 
MS/MSDs

TrueContainers requiring zero headspace have no headspace or bubble is 
<6mm (1/4").

TrueMultiphasic samples are not present.

TrueSamples do not require splitting or compositing.

N/AResidual Chlorine Checked.

Eurofins Calscience
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LOCSD Historical Water Quality Data
December 2025

MW-1 MW-2 MW-3 MW-4 MW-5 MW-1 MW-2 MW-3 MW-4 MW-5
11/22/2022 2.6 10 NS NS NS 450 840 NS NS NS
2/22/2024 2.4 11 6.3 11 4.5 492 1,120 846 1,090 791
5/16/2024 2.1 8.6 5.9 14 4.7 529 948 853 1,160 745

11/20/2024 2.5 12 6.2 13 4.9 516 1,180 864 1,140 806
5/13/2025 2.2 12 5.9 9.5 4.3 452 1,080 808 988 771

12/17/2025 2.3 10 6 11.8 4.8 441 1,000 773 1,120 769

NS = not sampled

bold = concentration at or above Maximum Contaminant Level

Nitrate as N (mg/L) Total Dissolved Solids (mg/L)
Maximum Contaminant Level = 10 mg/L Secondary Maximum Contaminant Level = 1,000 mg/LDate
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